Inspectorate Ametrica
104 Thadeus Street
South Portland, Maine 04106

(207)767-1711

QUALITY CERTIFICAT

Vessel - PINDAR - | Port PORTSMOUTH; NH Report PLO2-045
Customer SPRAGUE.ENERGY Date- . January 31,2002 - . Reference o
Operalion ANALYSIS Terminal SPRAGUE ENERGY Sample # 637544
Name of material being tested #6 FUEL OIL
Description of sample source TANK 1
Samples Drawn by (company) INSPECTORATE AMERICA
Samples Tested by (company) INSPECTORATE AMERICA
i Tests being Performed Test method Sample Source
GRAVITY, API ASTM D 4052 11.2
FLASH POINT, F. ASTM D 3B 178
SULPHUR, % WT. ASTM D 4284 1.898
VISCOSITY, SSF, 122F ASTM D 445/2161 276
POUR POINT, E. ASTM D 97 37.4
WATER & SEDIMENT, % VOL. ASTM D 1786 0.1
ASH, % WT. ASTM D 482 0.08
ASPHALTINES, %WT IP 143 8.68 -
TU'S PERPOUND - - ASTM D 4888 -~ 18,318
~TU'S PER GALLON CONVERSION © 151,270
VANADIUM, PPM IP g5 78
SODIUM, PPM P o5 20
NITROGEN, %WT ASTM D 3228M 0.397
CARBOCN RESIDUE % WT. ASTM D 4530 16.21
SULPHUR, % WT. ASTM D 4294
UPPER 1.919
MIDDLE 1.889
LOWER 1.887

3SPLAB AEV 1-98

inspectorate America Corp (Portland Me.)






